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Type Test certificate 
Evaluation of the residual aerosol oil content after an  
Atlas Copco UD+ filter 
Test report no.: 931 / 21226150 

The Atlas Copco UD+ filters are measured under the test conditions accord-
ing to ISO 12500-1:2007, the compressed air samples are analyzed accord-
ing to the ISO 8573-2:2007 test method. 

 

 Maximum residual 
oil aerosol content 

Pressure Drop 

UD+   
filter 

0.0009 mg/m³ 245 mbar 
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